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NOTE:

1. SERVICE_ ENTRANCE RATED DISCONNECT SWITCH MUST BE

INSTALLED BETWEEN POWER SUPPLY AND THI

PANEL

S
2. THIS PANEL MUST BE INSTALLED OBSERVING ALL APPLICABLE

STATE AND LOCAL CODES, AND AS PER LATEST REVISION OF NEC

3. ENCLOSURE MUST BE CONNECTED TO A GOOD EARTH GROUND

(HIGH LEVEL)
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*FINAL APPROVAL ON LAYOUT BY MONROE
METROPOLITAN AREA WASTEWATER TREATMENT PLANT

INCOMING SERVICE

VAC

MOTOR #1 DATA

-

(door will be on the right or left of cabinet)
Item 1 : Allen-Bradley MicroLogix-1000 Model # 1761-LI6AWA

Typical Layout for 16" x 20" x 8" Cabinet

g Protection Model # SDSA1175

Note: 2.

SCADA SYSTEM

* ALL GENERATOR FAIL ALARMS SHALL BE WIRED IN SERIES.

® TERMINAL POINT
+ WIRE CONNECTION
— FACTORY WIRING
— FIELD WIRING

REVISIONS
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SEWER PUMP STATION DETAILS
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